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ITOIXEIA MEAATH
MeAaTng : AHMOZ OIXAAIAZ MEZZHNIAZ - AHMOTIKH KOINOTHTA MEAIFAAA
AiglBuvon : MEAIFAAAZL, 24002
ITOIXEIA AEIFMATOAHWIAZ
YTTEL’JGUVOQ ng“QTo)\nwiqg : *ANAAYTIKA EPTAZTHPIA
Hu/via delypatoAnyiog : 28/07/2022
ZTOIXEIA AEIFMATOZ
Kwdikdg deiypatog : 323050253
Mepiypaepr) deiypartog : EEOAO0Z AYMATQN AINO BIOAOIIKO MEAITAAA
Aiggaywyny AvaAloswv : ANAAYTIKA EPFALTHPIA AGHNON A.E. Hu/via évapéng avaAuoewyv 1 29/07/2022
Kardotaon / Mooodtnta Agiypatog : KANONIKH Hy/via mepdTwong avaAioewv : 03/08/2022
Hup/via TrapaAaBng . 29/07/2022
MapdueTpog Mé6odog Movada Opio NMapaperpikq TipA AtrotéAeopa
Avixveuong
OAikd AiwpoUpeva Zteped (103-105°C) EAOT EN 872:2005 mg/l 0.6 - 7.8
AlwTto Nitpikwv (NO3-N) LCK 339 mg/l 0.2 - 17.3
Alwto Nitpwdwv (NO2-N) ISO 6777:1984 mg/l 0.003 - 0.31
Alwto Appwviako (NH4-N) OE-7.0-52 mg/l 0.01 - 0.24
AlwTo katda Kjeldahl ISO 5663:1984 mgl/l 0.7 - <2
Alwto OAIkS (N) YTroAoyioTiKG mg/| - - 17.6
OANikd dwogopikd (P) OE-7.0-62 (UV) mg/l P 0.005 - 1.96
Bioxnuikd Atmraitoupevo Oguyovo (BOD)  OE-7.0-41 mg/l 02 2 - <6
Xnuikad Atrarroupevo Oguyévo (COD) ISO 15705:2002 mg/l 02 3 - 16
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MavAog Nnolavakng
DVM, Xnuikég MSc

To TTapdév MOTOTIoINTIKG GEPEI NAEKTPOVIK) UTTOYPa@N Kal SEV UTTOPET va avatrapayxBei xwpig Tn ypaTrTh £€ykpion Tou epyaoTnpiou, TTapd yovo g€ TTARpn Hop®n.

Ta atmroTeAéopara Twv avaAUCEWV ava@épovTal uévo oTa deiypaTa TTou e§eTdoBnKay.

2ehida 1 atmo 1



